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MNotes

¢ ¥ _Terminals4 and 5 SHOULD BE

linked, if a room stat is required
this link should be removed and
replaced with the room stat link.

¢ To be used in conjunction with

the attached wiring instructions

* Some boilers require a

permanent Live. Refer to boiler
instructions for details
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Colour Diagrams available on the website

https:
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